
2. If no buried object can
be found, use your ground
rods. Drive them in as far as
you can. If you use the 8-ft,
3-section rod, NSN 5975-
00-878-3791, you can use
slide hammer, NSN 5120-
01-013-1676, to drive it in.

If you’re using the 6-ft,
non-sectional rod, you’ll
have to use a sledge ham-
mer to do the job.

If you cannot get the rods deep
enough–below the frost line and to the
water table–install a cluster of shorter rods.
Depending on the number of rods you have,
you should install them around the perime-
ter of your shelter or generator in a triangle
pattern. If you cannot install around the
perimeter, use a star-pattern. The distance
between rods should be 2-4 rod lengths. 
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Getting a
Ground in
the cold 

Cold means

more soil

resistance

and greater

grounding

impedance. 

1. Try to ground to a buried metal object
like an underground pipe. That will save
you a lot of digging or driving in frozen
ground. However, the metal object has to
be buried at least 21⁄2 feet below the sur-
face; cannot contain, or transfer, gaso-
line or other flammable liquids; must be
all non-coated metal; and you must test
its conductivity before you use it.

If you do hook up to a

buried metal object,

make sure you connect

the grounding electrode

conductor to the object

with a solid connection.

A wrap-around or tie-it-

on won’t do! 

Here are a

few tips that

may help…

Thanks for

keeping my

shelter well-

grounded!

Terminal lug NSN
5940-00-271-9504

Rods   5975-01-143-7340

Couplings   5975-00-794-2523

No. 6 AWG wire
6145-00-395-8799

Drive/head stud
5975-00-924-9927

Clamp
5999-00-186-3912

To us that

translates,

“Grounding

ain’t going to

be easy, but

it’s got to be

done.” 
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3. Another option is to bury the rods
horizontally. Dig a trench at least 21⁄2 feet
deep. Install the ground rod horizontally
or put at least 10 feet of copper 2 AWG
bare wire in the trench.

4. It is very important in cold weath-
er to bond equipment and shelters
located within arms length of each
other to eliminate any hazardous
voltage that may develop between
them. If the equipment is not bond-
ed, that voltage can use you as the
conductor if you touch both pieces
of equipment at the same time.

Shelter bonding

should be done by either

running a bonding strap of

at least 6 AWG between the

two shelters’ grounding

terminals or between the

two ground rods provided

for each shelter.

Pour a mixture of water

and salt into the trench

before backfilling it to

increase soil conductivity.

Trench at least
21⁄2 feet deep?

5. Regardless of

the weather, there

are some grounding

fundamentals that

you should

always follow…

Order a copy of

the Earth Ground

and Bonding

Pamphlet published

by CECOM. Call DSN

992-0084 or (732)

532-0084.

—The grounding electrode conductor
should be as large as possible, at
least 6 AWG. The conductor should
be copper.

—Run the conductor as straight and
as short as possible in a downward
direction. Do not run the conductor
up and over obstacles.

—Minimize any twists, loops or
sharp bends and remove all knots
from the conductor.

—Make sure the bonding surfaces are
free of paint, corrosion, grease or dirt.

—Think safety
when installing
ground rods.
Wear goggles
and gloves.

—Never twist or tie a ground wire
around a ground rod. Use the bolt
or clamp. If there is no bolt, then
24 tightly wound turns of stripped
telephone wire or other bare wire
should hold the strap in place. This
is a temporary measure only. Get a
clamp when you can.

Don’t

damage the

threads,

fella!

Make sure

the connection

point is not

corroded and

the connector

is not loose.
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